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Valves that are shaded grey are:
Recommended but not required
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HP 16, 24 and 32 DW CL model collector 
pumps have an internal check valve.  C.V. for 
the HP 48 must be purchased separately.
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Helio-Pak Double Wall Closed Loop Solar Water Heater
Plumbing Schematic
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